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Procedure for Dumping Electrolyte Solution from Liquid Rheostat in Bldg. 928 
 
1. Solution must go to sanitary. (Drain underneath liquid rheostat drain pipe.) 
 
2. Have the PH Level tested  (Note ES&H  (Joel Scott) will do test) 
 
3. No radiological hazard can exist in this water. (None exist in this solution) 
 
4  Get a document from ES&H Coordinator (Joel Scott) stating permission to  

dump into sanitary system and the conditions to be followed. 
 
5. Check the specific gravity of solution before dumping and record .    
 

Specific gravity reads. _________________       
  
 

Note: 
Approx.  4.5 (1 LB coffee can) per 55 gallon drum will be a specific gravity of  1.017, this is the 

number we shoot for at Westinghouse. 
 
We try at Siemens to get the specific gravity around 1.019.  
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